N/F AMHERST WOMAN'S CLUB

#35 TRIANGLE ST.

BOOK 1050 PAGE 149

1.5H:1V SLOPE

PROPOSED STRUCTURE SCHEDULE

CBA

RIM = 272.25

2' DIA.

4' SUMP

EJIW 1020 FRAME, TYPE 01 BEEHIVE GRATE
FABCO STORMPOD 9718-7 INLET FILTER*
8" PVC (OUT) INV. = 274.25

CBB

RIM = 270.00

4' DIA.

4' SUMP

EJIW 1020 FRAME, TYPE 01 BEEHIVE GRATE
FABCO STORMPOD 9718-7 INLET FILTER*
8" PVC (DMH A) INV. =266.45

10" PVC (FOCALPOINT) INV. =266.42

15" PVC (CB C) INV. = 266.40

DMH A

RIM = 272.90

4 DIA.

EJIW 1020 FRAME, TYPE A SOLID COVER
8" PVC (CB A) INV. = 271.20

4" SUB-DRAIN (W) INV. = 268.75

4" SUB-DRAIN (E) INV. = 268.75

4" FOOTING DRAIN (SW) INV. = 268.7**
6" ROOF LEADER (S) INV. = 269.00

10" PVC (CB B) NV. = 268.60

DMH B

RIM = 268.90 (MIN. 2" ABOVE F.G.)

4 DIA.

EJIW 1020 FRAME, TYPE N OVAL GRATE
15" PVC (DB B) INV. = 266.25

15" PVC (INFIL.) INV. = 266.20

CTRLA

RIM = 270.10+

4' DIA.

EJIW 1020 FRAME, TYPE A SOLID COVER
10" PVC (DET.) INV. = 264.00

12" PVC (CB 3) INV. = 260.80

* OR EQUAL
** TO BE VERIFIED BY ARCHITECT

INSTALL PROPANE TANK

& GENERATOR PADS (SIZE
PER SUPPLIER'S SPEC.)

INSTALL STEPS & HANDRAILS

60’

BURIED CONDUIT

EMERGENCY EXIT

CAP SUB-DRAIN
INV.=269.50

9]

(J

1H:1V SLOPE

INSTALL BIKE _~>QA//
AND GRAVEL BASE o &

L7

A.:

1H:1V SLOPE
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#38 GRAY ST.

N/F GERALD G. GUIDERA, JR.
FREDERICK R. WILSON, JR.

BOOK 12299 PAGE 27

PLAN BOOK 222 PAGE 94

SAN. INV.

=269.50

FOOTING DRAIN
INV.=269+

BEGIN RAMP

W

Al

-

#14 GRAY ST.

N/F BARBARA L. GUIDERA, TRUSTEE
THE BARBARA L. GUIDERA REVOCABLE TRUST
BOOK 11575 PAGE 317
PLAN BOOK 222 PAGE 94

2H:1V SLOPE

INSTALL POSTS, CHAIN &
SIGN "STAFF PARKING ONLY"

CAP SUB-DRAIN
INV. = 269.08

ELEC. & COMMS. OVERHEAD, PER
UTILITY OWNERS' REQUIREMETNS

SAN. INV.=264.48
DRAIN INV.=266.68

CELLULAR CONFINEMENT

REINFORCED SWALES TAP GAS PER UTILITY OWNER'S REQUIREMENTS

INSTALL CURB BOX

INSTALL CORPORATION STOP OR TAPPING
SLEEVE & VALVE (SIZE TO BE DETERMINED BY
FIRE SAFETY DESIGN)

ONE R-TANK "SINGLE"

1/ 1

SAN. INV,=261.15

48 SF FOCALPOINT INSTALL 4" WAT. T/PIPE=260.5+
/ o T (15 MINI + 1 SINGLE R-TANK) CLEAN OUT
o / IMP. BARRIER SAN. INV.=260.26
FP MAINT. PORT I DRAIN T/PIPE=259.7+
[ 4 X .
/ ﬂ,s th INSTALL 4X6 SADDLE

4" WYE INV.=259.80
EX. 6" INV.=259.50+
CELLULAR CONFINEMENT

REINFORCED EMERGENCY

SPILLWAY

SET NORTH LINER PER PROFILE
20—

T/WALL=270.8
(48" MAX. HT.)

IMP. BARRIER
RROUNDING)
2H:1V+ SLOPE

BENCHMARK

HYDRANT 2076

RIM BOLT OVER LARGEST OUTLET
ELEVATION = 266.70 NAVD 1988

MERIDIAN OF PLAN BOOK 216 PAGE 56

HORIZONTAL SCALE

10 0 5 10 20
(IN FEET)
1INCH= 10 FEET
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